2018 Project Standards

Home BIM Management Families Life Safety Plans

LEGEND

SMOKE PARTITION

|HOUR FIRE BARRIER

1 HOUR FIRE / EMOKE BARRIER

2 HOUR FIRE BARRIER

2 HOUR FIRE / SMOKE BARRIER

EXIT LIGHT SIGH

EXIT LIGHT SIGN & EGRESS LIGHT

EMERGENCY EGREES LIGHT

EXIT AND EXIT WIDTH IM INCHEE

FIRE HOSE & EXTINGUISHER CABINET

FIRE HOSE & EXTINGUISHER CABINET

FIRE HOSE & EXTINGUISHER CABINET

FIRE EXTINGUISHER WALL MOUNTED
2A-10BC OR LARGER
TYPE K IN KITCHEN

TDE = TRAVEL DISTANCE TO EXIT
CPT = COMMON PATH OF TRAVEL

FIRE ALARM PULL CEVICE

FIRE ALARM VISUAL & AUDIONISUAL

FIRE ALARM AUDIOAISUAL CEILING MTD
HEAT DETECTOR

SMOKE DETECGTOR

MAGMETIC HOLD OPEN DEVICGE

HAZARDOUS AREA

CUBICAL CURTAIN TRACK

SUITE BOUNDRY & G5.F

EXIT ACCESS

EXIT

EXIT DISCHARGE

HORIZONTAL EXIT

Project Files Dynamo Source Files Search

Life Safety symbols are (2D) Annotation families. The size of the symbols
are designed to display with plans of 1/16", 3/32" and 1/8" scales. Life
Safety family naming convention starts with the Prefix of LS_ (see below).

E; L5_DoorEgressInches.rfa

[ L5_EgressLight.rfa

E; LS_EgressLights.rfa

E LS_EgressSymbol.rfa

E; LS _Fireflarm_AudioVisual.rfa
E; L5_FireAlarm_AudioVisualClg.rfa
E; LS_FireAlarm_Visual - Copy.rfa
[ Ls_FireAlarm_Visual.rfa

[ L5_FireAlrm_PuliDevice.rfa
E LS_FireDeptValve.rfa

[ LS_FireExtCab.rfa

E LS_FireExtinguisher.rfa

E; L5 _FireHeatDetector.rfa

[ Ls_FireHoseCab.rfa

E; LS_FireReleaseDrHoldOpn.rfa
E; LS_FireSmokeDetector.rfa

E; L5_Hazardouslocation.rfa

E LS_MeansOfEgress.rfa

E; LS _SuiteBoundry.rfa
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GRIFFIN BUILDING

LEGEND

(T4 1ST FLOOR LIFE SAFETY PLAN

15T FLOCR - LIFE
SAFETY PLAN




